MORRISTOWN POWER SYSTEM

3¢ URD SPECIFICATIONS
POLE—MOUNTED TRANSFORMERS

UTILITY

CUSTOMER

Primary wire and XFMRs

Secondary connections
at XFMRs

CT metering (if applicable)

Meter or
CT cabinet
by customer

<— 6’ tafls (min.) A

£

Secondary wire and conduit

MPS approved meter base

CT cabinet (if applicable)

120/208 & 120/240 T~

200amp :self—contalned meter
400amp :self—contalned meter
400+amp:CT metering

277/480 & 480 Delta

et

Conduit and A
wire by customer

JI

All : CT metering
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